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DEMOLITION GENERAL NOTES: 1. CONTRACTOR SHALL VERIFY THE EXACT LOCATION OF ALL EXISTING SERVICES IN THE FIELD AND SHALL CONTRACTOR SHALL VERIFY THE EXACT LOCATION OF ALL EXISTING SERVICES IN THE FIELD AND SHALL MAKE ANY ADJUSTMENTS TO WORK TO ACCOMMODATE NEW EQUIPMENT AND/OR EXISTING CONDITIONS.  EXISTING CONDITIONS SHOWN ARE BASED UPON PLANS PROVIDED BY OTHERS. 2. CONTRACTOR SHALL MAKE ALL AREAS READY FOR NEW CONSTRUCTION AS REQUIRED. REFER TO CONTRACTOR SHALL MAKE ALL AREAS READY FOR NEW CONSTRUCTION AS REQUIRED. REFER TO ARCHITECTURAL PLANS FOR FULL SCOPE OF AREAS UNDER CONSTRUCTION. 3. OWNER SHALL HAVE THE OPTION TO RETAIN ANY ITEMS SLATED FOR REMOVAL.  ANY ITEM THE OWNER OWNER SHALL HAVE THE OPTION TO RETAIN ANY ITEMS SLATED FOR REMOVAL.  ANY ITEM THE OWNER DOES NOT WISH TO KEEP SHALL BE REMOVED FROM THE SITE BY THE CONTRACTOR AND DISPOSED OF PROPERLY. 4. DEMOLITION PLAN DOES NOT REFLECT ALL EXISTING CONDITIONS, NOT ALL EXISTING EQUIPMENT IS DEMOLITION PLAN DOES NOT REFLECT ALL EXISTING CONDITIONS, NOT ALL EXISTING EQUIPMENT IS SHOWN BUT WORK REGARDING THIS EQUIPMENT MAY BE REFERENCED ON THE DEMOLITION PLANS AND IN THESE NOTES. CONTRACTOR SHALL VERIFY THE LOCATIONS OF ALL EXISTING SERVICES PRIOR TO BEGINNING ANY WORK.  5. CUT AND PATCH EXISTING SURFACES AS REQUIRED TO ACCOMMODATE DEMOLITION AND NEW CUT AND PATCH EXISTING SURFACES AS REQUIRED TO ACCOMMODATE DEMOLITION AND NEW CONSTRUCTION REQUIREMENTS. CONTRACTOR SHALL PATCH ALL HOLES LEFT IN FINISHED SURFACES TO MATCH  ADJACENT CONSTRUCTION AND FINISHES UNLESS CALLED FOR NEW ON ARCHITECTURAL PLANS. REFER TO ARCHITECTURAL PLANS FOR FINISH REQUIREMENTS. 6. PROVIDE ADDITIONAL STRUCTURAL STEEL AS REQUIRED TO SUPPORT NEW EQUIPMENT FROM STRUCTURE. PROVIDE ADDITIONAL STRUCTURAL STEEL AS REQUIRED TO SUPPORT NEW EQUIPMENT FROM STRUCTURE. VERIFY ANGLE IRON/CHANNEL SUPPORT LOCATIONS WITH NEW EQUIPMENT AND PROVIDE SUPPORT WHERE REQUIRED. 7. PHOTOGRAPH ALL AREAS OF CONSTRUCTION PRIOR TO BEGINNING WORK TO DOCUMENT EXISTING PHOTOGRAPH ALL AREAS OF CONSTRUCTION PRIOR TO BEGINNING WORK TO DOCUMENT EXISTING CONDITIONS, ESPECIALLY IN AREAS WHERE EXISTING DAMAGE IS PRESENT.
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MECHANICAL GENERAL NOTES: 1. CONTRACTOR SHALL SEAL ALL PENETRATIONS THROUGH EXTERIOR WALLS WEATHER TIGHT. SEALANT SHALL CONTRACTOR SHALL SEAL ALL PENETRATIONS THROUGH EXTERIOR WALLS WEATHER TIGHT. SEALANT SHALL BE INSTALLED IN A NEAT AND WORKMANLIKE MANNER. 2. NO WATER OR DRAIN LINES MAY BE RUN ABOVE ELECTRICAL PANELS OR COMMUNICATION PANELS.  NO WATER OR DRAIN LINES MAY BE RUN ABOVE ELECTRICAL PANELS OR COMMUNICATION PANELS.  COORDINATE WITH ELECTRICAL PLANS AND OFFSET PIPING IN THE FIELD AS REQUIRED. 3. MECHANICAL CONTRACTOR SHALL BE RESPONSIBLE FOR COORDINATING THE ROUTING OF ALL PIPING, MECHANICAL CONTRACTOR SHALL BE RESPONSIBLE FOR COORDINATING THE ROUTING OF ALL PIPING, EQUIPMENT, ETC WITH THE STRUCTURE AND OTHER TRADES AS CONDITIONS ALLOW.  OFFSET AS NECESSARY TO AVOID CONFLICT. PROVIDE ADDITIONAL FRAMING AS REQUIRED TO SUPPORT NEW EQUIPMENT.  4. CONTRACTOR SHALL COORDINATE SPACE REQUIREMENTS AND SERVICE CLEARANCES FOR ALL EQUIPMENT CONTRACTOR SHALL COORDINATE SPACE REQUIREMENTS AND SERVICE CLEARANCES FOR ALL EQUIPMENT PRIOR TO SUBMITTING SHOP DRAWINGS. NO EQUIPMENT SHALL BE BID ON (WHETHER OR NOT RECEIVING PRIOR APPROVAL) IF IT DOES NOT FIT IN SPACE PROVIDED. 5. CONTRACTOR SHALL COORDINATE THE LOCATION OF ALL DEVICES (THERMOSTATS, SENSORS, ETC.) WITH CONTRACTOR SHALL COORDINATE THE LOCATION OF ALL DEVICES (THERMOSTATS, SENSORS, ETC.) WITH THE ARCHITECT AND OWNER PRIOR TO INSTALLATION.  MOUNT EACH THERMOSTAT AT A HEIGHT OF 48" AFF TO CENTER LINE OF CONTROLLER.  6. COORDINATE FRESH AIR INLETS WITH EXHAUST OUTLETS AND PLUMBING VENTS TO MAINTAIN A 10'-0" COORDINATE FRESH AIR INLETS WITH EXHAUST OUTLETS AND PLUMBING VENTS TO MAINTAIN A 10'-0" MINIMUM SEPARATION. 7. ALL EXPOSED PIPING, DUCTS, HANGERS, SUPPORTS, ETC RUN THROUGH FINISHED SPACES OR EXPOSED ALL EXPOSED PIPING, DUCTS, HANGERS, SUPPORTS, ETC RUN THROUGH FINISHED SPACES OR EXPOSED AT EXTERIOR SHALL BE PRIMED AND PAINTED COLOR AS SELECTED BY ARCHITECT. 8. PROVIDE ONE SET OF CLEAN FILTERS AT COMPLETION OF PROJECT PRIOR TO TURNING OVER TO OWNER.  PROVIDE ONE SET OF CLEAN FILTERS AT COMPLETION OF PROJECT PRIOR TO TURNING OVER TO OWNER.  CONSTRUCTION FILTERS SHALL BE USED DURING DURATION OF PROJECT TO PROTECT DUCTWORK AND EQUIPMENT.  DO NOT OPERATE EQUIPMENT UNLESS BUILDING HAS BEEN THOROUGHLY CLEANED. 9. REFRIGERANT PIPING AND EQUIPMENT DRAIN PIPING SHALL BE TYPE L OR TYPE K COPPER. INSULATE REFRIGERANT PIPING AND EQUIPMENT DRAIN PIPING SHALL BE TYPE L OR TYPE K COPPER. INSULATE DRAIN LINES WITH 1/2" THICK AND REFRIGERANT PIPING WITH 1" THICK CLOSED CELL RUBBER. 10. AHU-1/HP-1, DAIKIN FTXB24AXVJU/RXB24AXVJU HEAT PUMP SPLIT SYSTEM, 21200 BTUH COOLING, AHU-1/HP-1, DAIKIN FTXB24AXVJU/RXB24AXVJU HEAT PUMP SPLIT SYSTEM, 21200 BTUH COOLING, 21200 BTUH HEATING, CFM RANGE 55-405. INDOOR UNIT 0.24 AMP FAN MOTOR, POWERED THROUGH OUTDOOR UNIT. OUTDOOR UNIT 208/230-1-60, 16.2 MCA.  a. INDOOR UNIT SHALL BE WALL MOUNTED STYLE CASSETTE, PROVIDE WALL  BRACKET AND ADDITIONAL BRACKET AND ADDITIONAL WALL FRAMING AS REQUIRED. PIPING SHALL BE RUN OUTSIDE ON EXTERIOR WALL, SEAL ALL  PENETRATIONS. b. CONDENSATE DRAIN PIPING TO DISCHARGE TO EXTERIOR AT FRENCH DRAIN. COORDINATE EXACT LOCATION IN FIELD WITH EXISTING CONDITIONS.  c. OUTDOOR UNIT TO BE SET ON CONCRETE PAD, REFER TO ARCHITECTURAL PLANS.  d. CONCEAL ALL EXTERIOR PIPING IN SHEET METAL SHROUD PRIMED AND  PAINTED COLOR AS PAINTED COLOR AS SELECTED BY ARCHITECT WITH HEMMED EDGES. SECURE  TO BUILDING EXTERIOR WALL AS REQUIRED.  TO BUILDING EXTERIOR WALL AS REQUIRED.  e. COAT ALL EXPOSED EXTERIOR PIPE INSULATION WITH TWO COATS OF BLACK MASTIC. f. FURNISH AND INSTALL WALL MOUNTED WIRED CONTROLLER. DO NOT USE WIRELESS. CONTROL WIRE SHALL BE RUN IN CONDUIT. PROVIDE INSULATED SUBBASE IF LOCATED ON EXTERIOR WALL.
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THE FOLLOWING IS A BRIEF DESCRIPTION OF WORK SPECIFIC TO CERTAIN ASPECTS OF THIS PROJECT.  THIS IS NOT INTENDED TO BE A COMPREHENSIVE SUMMARY OF WORK.  PROSPECTIVE BIDDERS/CONTRACTORS SHALL REVIEW ALL CONSTRUCTION DRAWINGS, SPECIFICATIONS AND SITE CONDITIONS AND MAKE ALLOWANCES FOR ALL WORK INCLUDED HEREIN AND ANY ADDITIONAL WORK REQUIRED TO COMPLETE THIS PROJECT. MEANS AND METHODS FOR THE PROPER INSTALLATION OF THIS WORK IS STRICTLY THE RESPONSIBILITY OF THE GENERAL CONTRACTOR AND HIS SUB-CONTRACTORS.
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NOTE:  THE CONTRACTOR MAY SCALE THESE DRAWINGS. HOWEVER, THE CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFICATION OF ALL DIMENSIONS, PLAN SCALE, AND SITE CONDITIONS BEFORE BIDDING AND DURING CONSTRUCTION.
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NOTE:  THE CONTRACTOR MAY SCALE THESE DRAWINGS. HOWEVER, THE CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFICATION OF ALL DIMENSIONS, PLAN SCALE, AND SITE CONDITIONS BEFORE BIDDING AND DURING CONSTRUCTION.
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